


NPDES Annual Report 2020
Pretreatment Program

Program Changes:

Administrative changes:
A new workspace/garage was developed for Industrial Pretreatment personnel. Itincludes a small DI unit among
other equipment. A new Water Services interim director was hamed in July.

Training/Seminars:

Supervisor and inspectors attend various safety and technical trainings throughout the year. Training was
limited to webinars due to the COVID-19 restrictions for most of the year.

Year summary:

2020 has been a challenging year because of the COVID-19 pandemic. The City of Flagstaff’s pretreatment
program has accomplished numerous items during the year considering the ever-changing business
environment.

The local limit study that was started in November of 2019 was completed in February 2020. The study was
submitted to ADEQ in July and returned for a revision. The revised report and calculations were sent back to
ADEQ in September. Final approval by ADEQ was given in November. The local limit changes to code went
before our Water Commission in November. In December we started a 90-day public outreach and comment
period.

Both water reclamation plants acquired new AZPDES permits in 2020. Rio de Flag WRP received their new permit
in January and Wildcat Hill WRP received their permit in June.

ADEQ performed an audit of the Pretreatment program in May and found no deficiencies to correct.

A new Fats, Oils, and Grease (FOG) manual to be adopted into code was submitted to ADEQ in July for approval.
In November, final approval was given. The FOG manual and other changes to the city code were presented to
our Water Commission in September. October began a 90-day public outreach and comment period that end
at the end of 2020.

In May, we rolled out a new FOG management system called Swift Comply program. The business community
has been receptive, and we currently have 40% participation.

Regarding dental amalgam compliance, we sent reminder letters to the remaining dentists in June 2020. After
more submittals, the outstanding dentists were emailed reminders in September ahead of the October deadline.
Warning letters were sent out after the October 12t deadline. At the end of the year, we have 1 dentist not in
compliance.

New commercial FOG brochures and posters for FSEs were designed with the help of the Water Service public
relations aides.

Business surveys sent out to 9 businesses in town for evaluation of waste streams and water usage. All the
businesses returned the surveys. One of the businesses requires a site visit to further evaluate the possibility of
qualifying for a categorical user. Due to COVID restrictions, an in-person visit cannot be completed at this time.

SenesTech moved their manufacturing facility to Phoenix at the end of the year.






CITY OF FLAGSTAFF

SUMMARY OF PRETREATMENT PROGRAM EXPENDITURES

January 1, 2020 — December 31, 2020 — Total Pretreatment Expenditures $ 376,449

PRETREATMENT PROGRAM PERSONNEL

Title FTEs 2020 FTEs 2019
Regulatory Compliance Manager 1.0 1.0
Pretreatment Supervisor 1.0 1.0
Pretreatment Inspectors 2.0 2.0

PRETREATMENT PROGRAM EXPENDITURES

Laboratory Services $20,071
Operating Supplies and Expenses $ 19,049
Pretreatment Fees $3,976
Training/workshops $1,505

PRETREATMENT EQUIPMENT INVENTORY

Equipment Name Purchased 2020 Total 2020
pH Meter 0 2
Gas Detectors 0 3
Portable Auto-Sampler 0 3
Vehicles 0 2
Computers/Tablets 1 7
DI Unit 1 1




COMPANY NAME AND ADDRESS

WRP

SIC CODE

Regulation

W.L. Gore & Associates

Gore Woody Mountain Facilities
P.O. Box 300

Flagstaff, AZ 86004

Rio de Flag/
Wildcat Hill

3842

City Code/ EPA 463

Nestle Purina Co.
4700 Nestle Purina Avenue
Flagstaff, AZ 86004

Wildcat Hill

2047

City Code

Wis-Pak Bottling Company
4900 Railhead Ave.
Flagstaff, AZ 86004

Wildcat Hill

2086

City Code

Flagstaff Medical Center
1200 N. Beaver St.

P.O. Box 1268

Flagstaff, AZ 86002

Rio de Flag/
Wildcat Hill

8062

City Code

Northern Arizona University
P.O. Box 4067
Flagstaff, AZ 86011

Rio de Flag/
Wildcat Hill

8221

City Code

Joy Cone Company
2843 West Shamrell Blvd
Flagstaff, AZ 86001

Rio de Flag

2052

City Code

7

Mission Linen Industries
2450 E. Huntington Dr
Flagstaff, AZ 86001

Wildcat Hill

7213/7218

City Code

Non-Significant Categorical Industrial User

W.L. Gore & Associates
Gore Medical West Facilities
1500 N Fourth St.

Flagstaff, AZ 86004

Wildcat Hill

3842

City Code/ EPA 463




ADDITIONS
The following Significant Industrial Users were added in 2020:
None

DELETIONS
The following Significant Industrial Users have ceased operations in 2020:
SenesTech

RECLASSIFICATIONS

The following Significant Industrial Users have been reclassified in 2020:
None

NAME CHANGES
The following Significant Industrial Users changed their names in 2020:
None
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1. W.L. Gore & Assoc. (Woody Mtn)
2. Nestle Purina

3. Wis-Pak Bottling

4. Flagstaff Medical Center

5. Northern Arizona University

b. loy Cone

7. Mission Linen

NSCIU
8. W.L. Gore & Assoc. (4th St)

Treatment Plants
9. Wildcat Hill WRP
10. Rio de Flag WRP




City of Flagstaff

PRETREATMENT PERFORMANCE SUMMARY
Rio de Flag Water Reclamation Facility

I. General Information

Control Authority Name: City of Flagstaff

NPDES Ne: AZ0023639

Address: 600 S Babbitt Dr.

City: Flagstaff

State: Arizona

ZIP: 86001

Contact Person: Jolene Montoya

Contact Telephone Number: (928) 213-2117

Reporting Period: January 1 — December 31, 2020

Categorical IUs: 1

Significant Non-Categorical IUs: 3

Il. Significant Industrial User Compliance

Categorical Non-categorical Total SIUs
Ne % Ne % Ne %
1. No. of SIUs in Full Compliance 0 0 0 0 0 0
2. No. of SIUs in Inconsistent Compliance 1 100 2 67 3 75
3. No. of SlUs in Significant Noncompliance 0 0 1 33 1 25
4. No. of Parameter Violations 1 5 6
5. No. of Reporting Violations 0 2 2
6. No. of Permit Condition Violations 0 0 0
Ill. Compliance Monitoring Program

Categorical Non-categorical Total SIUs
1. No. of Control Documents Issued 1 3 4
2. No. of Nonsampling Inspections Conducted 1 3 4
3. No. of Facilities Inspected (Nonsampling) 1 3 4
4. No. of Sampling Visits Conducted 1 7 4
5. No. of Facilities Sampled 1 3 4

IV. Enforcement Actions

Categorical Non-categorical Total SIUs
1. Notices of Violations Issued to SIUs 0 0 0
2. Temporary Increase in IU Self Monitoring 0 0 0
3. Administrative Orders Issued to SIUs 0 0 0
4. Compliance Schedules Issued 0 0 0
5. Settlement Agreements 0 0 0
6 Warning Letters 1 3 2
7. Amount of Penalties Collected (Total Dollars / IlUs Assessed) $0/0 $0/0 $0/0




City of Flagstaff

PRETREATMENT PERFORMANCE SUMMARY
Wildcat Hill Water Reclamation Facility

I. General Information

Control Authority Name: City of Flagstaff

NPDES Ne: AZ0020427

address: 2800 N El Paso Flagstaff Rd

City: Flagstaff

State: Arizona

ZIP: 86004

Contact Person: Jolene Montoya

Contact Telephone Number: (928) 213-2117

Reporting Period: January 1 — December 31, 2020

Categorical IUs: 1

Significant Non-Categorical IUs: 5

Il. Significant Industrial User Compliance

Categorical Non-categorical Total SIUs
Ne % Ne % Ne %
1. No. of SIUs in Full Compliance 0 0 0 0 0 0
2. No. of SlUs in Inconsistent Compliance 1 100 5 100 6 100
3. No. of SlUs in Significant Noncompliance 0 0 0 0 0 0
4. No. of Parameter Violations 1 4 4
5. No. of Reporting Violations 0 0 0
6. No. of Permit Condition Violations 0 3 2
Ill. Compliance Monitoring Program

Categorical Non-categorical Total SIUs
1. No. of Control Documents Issued 1 5 6
2. No. of Nonsampling Inspections Conducted 1 7 6
3. No. of Facilities Inspected (Nonsampling) 1 5 6
4. No. of Sampling Visits Conducted 1 9 6
5. No. of Facilities Sampled 1 5 6

IV. Enforcement Actions

Categorical Non-categorical Total SIUs
1. Notices of Violations Issued to SIUs 0 0 0
2. Temporary Increase in IU Self Monitoring 0 0 0
3. Administrative Orders Issued to SIUs 0 0 0
4. Compliance Schedules Issued 0 0 0
5. Settlement Agreements 0 0 0
6 Warning Letters 1 4 3
7. Amount of Penalties Collected (Total Dollars / IlUs Assessed) $0/0 $0/0 $0/0




Summary of Priority Pollutant Results

Rio de Flag Water Reclamation Plant
Wildcat Hill Water Reclamation Plant

Part V Section B.4.a. of the Rio de Flag WRP NPDES Permit and the Wildcat Hill WRP
AZPDES Permit require the following to be included within this annual report:

A summary of analytical results from representative, flow proportioned, 24-hour
composite sampling of the POTW'’s influent and effluent for those pollutants
identified under CWA section 307(a) which are known or suspected to be
discharged by nondomestic users. This will consist of an annual full priority
pollutant scan, with quarterly samples analyzed only for those pollutants detected
in the full scan. Influent or effluent monitoring data shall be provided for nonpriority
pollutants which the Cities believe may be causing or contributing to Interferences
or Pass Through. All sampling and analysis required under this paragraph must
be performed using the test methods specified under 40 CFR 136. Sampling and
analysis for asbestos is not required. Sludge sampling and analyses are covered
elsewhere in this permit.

As required, a summary of analytical results for influent, effluent, and biosolids samples collected
from the Rio de Flag and Wildcat Hill Water Reclamation Plants are presented in the following
pages.








































Non-Detects

Wildcat Hill WRP Priority Pollutants

1
Average

Maximum Units

1,1,1-Trichloroethane
Influent

Effluent

Biosolids

1,1,2,2-Tetrachloroethane

Influent
Effluent
Biosolids

1,1,2-Trichloroethane
Influent

Effluent

Biosolids

1,1 Dichloroethane
Influent

Effluent

Biosolids

1,1-Dichloroethylene
Influent

Effluent

Biosolids

1,2,4-Trichlorobenzene
Influent

Effluent

Biosolids

1,2-Dichlorobenzene
Influent

Effluent

Biosolids

1,2-Dichloroethane
Influent

Effluent

Biosolids

1,2-Dichloropropane
Influent

Effluent

Biosolids

All Non-Detects
All Non-Detects
All Non-Detects

All Non-Detects
All Non-Detects
All Non-Detects

All Non-Detects
All Non-Detects
All Non-Detects

All Non-Detects
All Non-Detects
All Non-Detects

All Non-Detects
All Non-Detects
All Non-Detects

All Non-Detects
All Non-Detects
All Non-Detects

All Non-Detects
All Non-Detects
All Non-Detects

All Non-Detects
All Non-Detects
All Non-Detects

All Non-Detects
All Non-Detects
All Non-Detects

ug/L

ug/L
mg/kg Dry wt

ug/L
ug/L
mg/kg Dry wt

ug/L

ug/L
mg/kg Dry wt

ug/L
pe/L
mg/kg Dry wt

ug/L

ug/L
mg/kg Dry wt

ug/L
ug/L
mg/kg Dry wt

ug/L

ug/L
mg/kg Dry wt

ug/L
ug/L
mg/kg Dry wt

ug/L

/L
mg/kg Dry wt



Wildcat Hill WRP Priority Pollutants

Number of

Samples Non-Detects 1Average Maximum Units
1,2-Diphenylhydrazine
Influent 2 All Non-Detects ug/L
Effluent 1 All Non-Detects ug/L
Biosolids 1 All Non-Detects mg/L
1,2-Dichloroethylene (trans-1,2-Dichloroethene)
Influent 2 All Non-Detects ug/L
Effluent 1 All Non-Detects ug/L
Biosolids 1 All Non-Detects mg/kg Dry wt
1,3-Dichlorobenzene
Influent 2 All Non-Detects ug/L
Effluent 1 All Non-Detects ug/L
Biosolids 1 All Non-Detects mg/kg Dry wt

1,3-Dichloropropylene (trans-1,3-Dichloropropene)

Influent
Effluent
Biosolids

1,4 Dichlorobenzene
Influent

Effluent

Biosolids

2,3,7,8-TCDD (Dioxin)
Influent

Effluent

Biosolids

2,4,6-Trichlorophenol
Influent

Effluent

Biosolids

2,4-Dichlorophenol
Influent

Effluent

Biosolids

2,4-Dimethylphenol
Influent

Effluent

Biosolids

2
1
1

All Non-Detects
All Non-Detects
All Non-Detects

All Non-Detects
All Non-Detects
All Non-Detects

All Non-Detects
All Non-Detects
All Non-Detects

All Non-Detects
All Non-Detects
All Non-Detects

All Non-Detects
All Non-Detects
All Non-Detects

All Non-Detects
All Non-Detects
All Non-Detects

ug/L
pe/L
mg/kg Dry wt

ug/L

ug/L
mg/kg Dry wt

pg/L
pg/L
pg/L

ug/L
ug/L
mg/L

ug/L
ug/L
mg/L

ug/L
/L
mg/L



Wildcat Hill WRP Priority Pollutants

Number of Number of

Samples Non-Detects 1Average Maximum Units
2,4-Dinitrophenol
Influent All Non-Detects ug/L
Effluent All Non-Detects ug/L
Biosolids All Non-Detects mg/L
2,4-Dinitrotoluene
Influent All Non-Detects ug/L
Effluent All Non-Detects ug/L
Biosolids All Non-Detects mg/L
2,6-Dinitrotoluene
Influent All Non-Detects ug/L
Effluent All Non-Detects ug/L
Biosolids All Non-Detects mg/L
2-Chloroethyl vinyl ethers
Influent All Non-Detects ug/L
Effluent All Non-Detects ug/L
Biosolids All Non-Detects mg/kg Dry wt

2-Chloronaphthalene

Influent All Non-Detects ug/L
Effluent All Non-Detects ug/L
Biosolids All Non-Detects mg/L
2-Chlorophenol

Influent All Non-Detects ug/L
Effluent All Non-Detects ug/L
Biosolids All Non-Detects mg/L
2-Nitrophenol

Influent All Non-Detects ug/L
Effluent All Non-Detects ug/L
Biosolids All Non-Detects mg/L
3,3-Dichlorobenzidine

Influent All Non-Detects ug/L
Effluent All Non-Detects ug/L
Biosolids All Non-Detects mg/L
4,4-DDD

Influent All Non-Detects ug/L
Effluent All Non-Detects ug/L
Biosolids All Non-Detects mg/L



Wildcat Hill WRP Priority Pollutants

Number of

Samples Non-Detects 1Average Maximum Units
4,4-DDE
Influent 2 All Non-Detects ug/L
Effluent 1 All Non-Detects ug/L
Biosolids 1 All Non-Detects mg/L
4,4-DDT
Influent 2 All Non-Detects ug/L
Effluent 1 All Non-Detects ug/L
Biosolids 1 All Non-Detects mg/L
4,6-Dinitro-o-cresol (2-Methyl-4,6-dinitrophenol)
Influent 2 All Non-Detects ug/L
Effluent 1 All Non-Detects ug/L
Biosolids 1 All Non-Detects mg/L
4-Bromophenyl phenyl ether
Influent 2 All Non-Detects ug/L
Effluent 1 All Non-Detects ug/L
Biosolids 1 All Non-Detects mg/L
4-Chlorophenyl phenyl ether
Influent 2 All Non-Detects ug/L
Effluent 1 All Non-Detects ug/L
Biosolids 1 All Non-Detects mg/L
4-Nitrophenol
Influent 2 All Non-Detects ug/L
Effluent 1 All Non-Detects ug/L
Biosolids 1 All Non-Detects mg/L
Acenaphthene
Influent 2 All Non-Detects ug/L
Effluent 1 All Non-Detects ug/L
Biosolids 1 All Non-Detects mg/L
Acenaphthylene
Influent 2 All Non-Detects ug/L
Effluent 1 All Non-Detects ug/L
Biosolids 1 All Non-Detects mg/L
Acrolein
Influent 2 All Non-Detects ug/L
Effluent 1 All Non-Detects ug/L
Biosolids 1 All Non-Detects ug/kg



Wildcat Hill WRP Priority Pollutants

Number of Number of

Samples Non-Detects 1Average Maximum Units
Acrylonitrile
Influent All Non-Detects ug/L
Effluent All Non-Detects ug/L
Biosolids All Non-Detects ug/kg
Aldrin
Influent All Non-Detects ug/L
Effluent All Non-Detects ug/L
Biosolids All Non-Detects mg/L
Alpha-BHC
Influent All Non-Detects ug/L
Effluent All Non-Detects ug/L
Biosolids All Non-Detects mg/L
Anthracene
Influent All Non-Detects ug/L
Effluent All Non-Detects ug/L
Biosolids All Non-Detects mg/L
Antimony
Influent 1.9 6.2 ug/L
Effluent All Non-Detects ug/L
Biosolids All Non-Detects mg/kg Dry wt
Arsenic
Influent 5.5 14 ug/L
Effluent 1.85 2.7 ug/L
Biosolids All Non-Detects mg/kg Dry wt
Benzene
Influent All Non-Detects ug/L
Effluent All Non-Detects ug/L
Biosolids All Non-Detects mg/kg Dry wt
Benzidine
Influent All Non-Detects ug/L
Effluent All Non-Detects ug/L
Biosolids All Non-Detects mg/L
Benzo(a) anthracene
Influent All Non-Detects ug/L
Effluent All Non-Detects ug/L
Biosolids All Non-Detects mg/L



Wildcat Hill WRP Priority Pollutants

Number of Number of

Samples Non-Detects 1Average Maximum Units
Benzo(a) pyrene
Influent All Non-Detects ug/L
Effluent 1 All Non-Detects ug/L
Biosolids All Non-Detects mg/L
Benzo(b) fluoranthene
Influent All Non-Detects ug/L
Effluent 1 All Non-Detects ug/L
Biosolids All Non-Detects mg/L
Benzo(ghi) perylene
Influent All Non-Detects ug/L
Effluent 1 All Non-Detects ug/L
Biosolids 1 All Non-Detects mg/L
Benzo (k) fluoranthene
Influent All Non-Detects ug/L
Effluent All Non-Detects ug/L
Biosolids 1 All Non-Detects mg/L
Beryllium
Influent 4 All Non-Detects ug/L
Effluent All Non-Detects ug/L
Biosolids 1 All Non-Detects mg/kg Dry wt
Beta-BHC
Influent All Non-Detects ug/L
Effluent All Non-Detects ug/L
Biosolids All Non-Detects mg/L
Bis(2-chloroethoxy) methane
Influent All Non-Detects ug/L
Effluent 1 All Non-Detects ug/L
Biosolids All Non-Detects mg/L
Bis(2-chloroethyl) ether
Influent All Non-Detects ug/L
Effluent 1 All Non-Detects ug/L
Biosolids All Non-Detects mg/L
Bis(2-chloroisopropyl) ether
Influent All Non-Detects ug/L
Effluent 1 All Non-Detects ug/L
Biosolids 1 All Non-Detects mg/L



Wildcat Hill WRP Priority Pollutants

Number of Number of

Samples Non-Detects 1Average Maximum Units
Bis(2-ethylhexyl)phthalate
Influent 2 1 73 140 ug/L
Effluent 1 1 All Non-Detects ug/L
Biosolids 1 1 All Non-Detects mg/L
Bromodichloromethane
Influent 2 2 All Non-Detects ug/L
Effluent 1 0 11 11 ug/L
Biosolids 1 1 All Non-Detects mg/kg Dry wt
Bromoform
Influent 2 2 All Non-Detects ug/L
Effluent 1 1 All Non-Detects ug/L
Biosolids 1 1 All Non-Detects mg/kg Dry wt
Bromomethane (Methyl Bromide)
Influent 2 2 All Non-Detects ug/L
Effluent 1 1 All Non-Detects ug/L
Biosolids 1 1 All Non-Detects mg/kg Dry wt
Butyl benzyl phthalate
Influent 2 2 All Non-Detects ug/L
Effluent 1 1 All Non-Detects ug/L
Biosolids 1 1 All Non-Detects mg/L
Cadmium
Influent 4 2 0.825 3 ug/L
Effluent 4 3 0.09 0.2 ug/L
Biosolids 1 1 All Non-Detects mg/kg Dry wt
Carbon tetrachloride
Influent 2 2 All Non-Detects ug/L
Effluent 1 1 All Non-Detects ug/L
Biosolids 1 1 All Non-Detects mg/kg Dry wt
Chlordane
Influent 2 2 All Non-Detects ug/L
Effluent 1 1 All Non-Detects ug/L
Biosolids 1 1 All Non-Detects mg/L
Chlorobenzene
Influent 2 2 All Non-Detects ug/L
Effluent 1 1 All Non-Detects ug/L
Biosolids 1 1 All Non-Detects mg/kg Dry wt



Wildcat Hill WRP Priority Pollutants

Number of Number of

Samples Non-Detects 1Average Maximum Units
Chloroethane
Influent 2 All Non-Detects ug/L
Effluent 1 1 All Non-Detects ug/L
Biosolids 1 All Non-Detects mg/kg Dry wt
Chloroform
Influent 2 0 1.55 1.9 ug/L
Effluent 1 0 10 10 ug/L
Biosolids 1 1 All Non-Detects mg/kg Dry wt
Chloromethane (Methyl chloride)
Influent 2 All Non-Detects ug/L
Effluent 1 1 All Non-Detects ug/L
Biosolids 1 1 All Non-Detects mg/kg Dry wt
Chromium
Influent 4 0 9.53 31 ug/L
Effluent 4 3 0.65 1.1 ug/L
Biosolids 1 0 0.58 0.58 mg/kg Dry wt
Chrysene
Influent 2 2 All Non-Detects ug/L
Effluent 1 1 All Non-Detects ug/L
Biosolids 1 1 All Non-Detects mg/L
Copper
Influent 4 0 174 520 pg/L
Effluent 8 0 6.5 12 ug/L
Biosolids 1 0 13 13 mg/kg Dry wt
Cyanide, Total (discrete)
Influent 4 4 All Non-Detects ug/L
Effluent 7 All Non-Detects ug/L
Biosolids 1 1 All Non-Detects mg/kg Dry wt
Delta-BHC
Influent 2 All Non-Detects ug/L
Effluent 1 1 All Non-Detects ug/L
Biosolids 1 All Non-Detects mg/L
Dibenzo(a,h) anthracene
Influent 2 All Non-Detects ug/L
Effluent 1 1 All Non-Detects ug/L
Biosolids 1 1 All Non-Detects mg/L



Wildcat Hill WRP Priority Pollutants

Number of Number of
Samples Non-Detects 1Average

Maximum Units

Dibromochloromethane

Influent
Effluent
Biosolids

Dieldrin
Influent
Effluent
Biosolids

Diethyl phthalate
Influent
Effluent
Biosolids

Dimethyl phthalate
Influent

Effluent

Biosolids

Di-n-butyl phthalate
Influent

Effluent

Biosolids

Di-n-octyl phthalate
Influent

Effluent

Biosolids

Endosulfan |
Influent
Effluent
Biosolids

Endosulfan Il
Influent
Effluent
Biosolids

Endosulfan sulfate
Influent

Effluent

Biosolids

All Non-Detects
1.5
All Non-Detects

All Non-Detects
All Non-Detects
All Non-Detects

All Non-Detects
67
All Non-Detects

All Non-Detects
All Non-Detects
All Non-Detects

All Non-Detects
All Non-Detects
All Non-Detects

All Non-Detects
All Non-Detects
All Non-Detects

All Non-Detects
All Non-Detects
All Non-Detects

All Non-Detects
All Non-Detects
All Non-Detects

All Non-Detects
All Non-Detects
All Non-Detects

1.5

67

ug/L

pg/L
mg/kg Dry wt

ug/L
ug/L
mg/L

ug/L
ue/L
mg/L

ug/L
ug/L
mg/L

ug/L
ug/L
mg/L

ug/L
ug/L
mg/L

ug/L
ug/L
mg/L

ug/L
ug/L
mg/L

ug/L
/L
mg/L



Wildcat Hill WRP Priority Pollutants

Number of Number of

Samples Non-Detects 1Average Maximum Units
Endrin
Influent All Non-Detects ug/L
Effluent All Non-Detects ug/L
Biosolids All Non-Detects mg/L
Endrin aldehyde
Influent All Non-Detects ug/L
Effluent All Non-Detects ug/L
Biosolids All Non-Detects mg/L
Ethylbenzene
Influent All Non-Detects ug/L
Effluent All Non-Detects ug/L
Biosolids All Non-Detects mg/kg Dry wt

Fluoranthene

Influent All Non-Detects ug/L
Effluent All Non-Detects ug/L
Biosolids All Non-Detects mg/L
Fluorene

Influent All Non-Detects ug/L
Effluent All Non-Detects ug/L
Biosolids All Non-Detects mg/L
Gamma-BHC

Influent All Non-Detects ug/L
Effluent All Non-Detects ug/L
Biosolids All Non-Detects mg/L
Heptachlor

Influent All Non-Detects ug/L
Effluent All Non-Detects ug/L
Biosolids All Non-Detects mg/L
Heptachlor epoxide

Influent All Non-Detects ug/L
Effluent All Non-Detects ug/L
Biosolids All Non-Detects mg/L
Heptachlorobenzene

Influent All Non-Detects ug/L
Effluent All Non-Detects ug/L
Biosolids All Non-Detects mg/L



Number of
Non-Detects

Wildcat Hill WRP Priority Pollutants

1
Average

Maximum Units

Hexachlorobutadiene
Influent

Effluent

Biosolids

Hexachlorocyclopentadiene

Influent
Effluent
Biosolids

Hexachloroethane
Influent

Effluent

Biosolids

Indeno (1,2,3-cd) pyrene
Influent

Effluent

Biosolids

Isophorone
Influent
Effluent
Biosolids

Lead
Influent
Effluent
Biosolids

Mercury
Influent
Effluent
Biosolids

Methylene chloride (Dichloromethane)

Influent
Effluent
Biosolids

Naphthalene
Influent
Effluent
Biosolids

0.0012

All Non-Detects
All Non-Detects
All Non-Detects

All Non-Detects
All Non-Detects
All Non-Detects

All Non-Detects
All Non-Detects
All Non-Detects

All Non-Detects
All Non-Detects
All Non-Detects

All Non-Detects
All Non-Detects
All Non-Detects

7.5
0.32
0.27

0.14
0.0007
All Non-Detects

All Non-Detects
All Non-Detects
All Non-Detects

All Non-Detects
All Non-Detects
All Non-Detects

26
0.54
0.27

0.27
0.001

ug/L
ug/L
mg/L

ug/L
ug/L
mg/L

ug/L
ug/L
mg/L

ug/L
ug/L
mg/L

ug/L
ug/L
mg/L

pg/L
ug/L
mg/kg Dry wt

ug/L

ug/L
mg/kg Dry wt

ug/L
ug/L
mg/kg Dry wt

ug/L
/L
mg/L



Wildcat Hill WRP Priority Pollutants

Number of

Samples Non-Detects 1Average Maximum Units
Nickel
Influent 4 8.8 27 ug/L
Effluent 4 1.85 2.2 ug/L
Biosolids 1 All Non-Detects mg/kg Dry wt
Nitrobenzene
Influent 2 All Non-Detects ug/L
Effluent 1 All Non-Detects ug/L
Biosolids 1 All Non-Detects mg/L
N-nitrosodimethylamine
Influent 2 All Non-Detects ug/L
Effluent 1 All Non-Detects ug/L
Biosolids 1 All Non-Detects mg/L
N-nitrosodi-n-propylamine
Influent 2 All Non-Detects ug/L
Effluent 1 All Non-Detects ug/L
Biosolids 1 All Non-Detects mg/L
N-nitrosodiphenylamine
Influent 2 All Non-Detects ug/L
Effluent 1 All Non-Detects ug/L
Biosolids 1 All Non-Detects mg/L
Parachlorometa cresol (4-Chloro-3-methylphenol)
Influent 2 All Non-Detects ug/L
Effluent 1 All Non-Detects ug/L
Biosolids 1 All Non-Detects mg/L
PCB-1016 (Arochlor 1016)
Influent 2 All Non-Detects ug/L
Effluent 1 All Non-Detects ug/L
Biosolids 1 All Non-Detects mg/L
PCB-1221 (Arochlor 1221)
Influent 2 All Non-Detects ug/L
Effluent 1 All Non-Detects ug/L
Biosolids 1 All Non-Detects mg/L
PCB-1232 (Arochlor 1232)
Influent 2 All Non-Detects ug/L
Effluent 1 All Non-Detects ug/L
Biosolids 1 All Non-Detects mg/L



Wildcat Hill WRP Priority Pollutants

Number of Number of

Samples Non-Detects 1Average Maximum Units
PCB-1242 (Arochlor 1242)
Influent All Non-Detects ug/L
Effluent All Non-Detects ug/L
Biosolids All Non-Detects mg/L
PCB-1248 (Arochlor 1248)
Influent All Non-Detects ug/L
Effluent All Non-Detects ug/L
Biosolids All Non-Detects mg/L
PCB-1254 (Arochlor 1254)
Influent All Non-Detects ug/L
Effluent All Non-Detects ug/L
Biosolids All Non-Detects mg/L
PCB-1260 (Arochlor 1260)
Influent All Non-Detects ug/L
Effluent All Non-Detects ug/L
Biosolids All Non-Detects mg/L
Pentachlorophenol
Influent All Non-Detects ug/L
Effluent All Non-Detects ug/L
Biosolids All Non-Detects mg/L
Phenanthrene
Influent All Non-Detects ug/L
Effluent All Non-Detects ug/L
Biosolids All Non-Detects mg/L
Phenol
Influent 49 60 ug/L
Effluent All Non-Detects ug/L
Biosolids All Non-Detects mg/L
Pyrene
Influent All Non-Detects ug/L
Effluent All Non-Detects ug/L
Biosolids All Non-Detects mg/L
Selenium
Influent 3.5 12 ug/L
Effluent 0.38 0.69 ug/L
Biosolids All Non-Detects mg/kg Dry wt



Wildcat Hill WRP Priority Pollutants

Number of Number of

Samples Non-Detects 1Average Maximum Units
Silver
Influent 4 0 1.8 6.5 ug/L
Effluent 4 4 All Non-Detects ug/L
Biosolids 1 1 All Non-Detects mg/kg Dry wt
Tetrachloroethylene
Influent 2 2 All Non-Detects ug/L
Effluent 1 1 All Non-Detects ug/L
Biosolids 1 1 All Non-Detects mg/kg Dry wt
Thallium
Influent 4 3 0.065 0.11 ug/L
Effluent 4 4 All Non-Detects ug/L
Biosolids 1 1 All Non-Detects mg/kg Dry wt
Toluene
Influent 2 0 1.7 1.9 ug/L
Effluent 1 1 All Non-Detects ug/L
Biosolids 1 1 All Non-Detects mg/kg Dry wt
Toxaphene
Influent 2 2 All Non-Detects ug/L
Effluent 1 1 All Non-Detects ug/L
Biosolids 1 1 All Non-Detects mg/L
Trichloroethylene (Trichloroethene)
Influent 2 All Non-Detects ug/L
Effluent 1 All Non-Detects ug/L
Biosolids 1 All Non-Detects mg/kg Dry wt
Vinyl Chloride
Influent 2 2 All Non-Detects ug/L
Effluent 1 1 All Non-Detects ug/L
Biosolids 1 1 All Non-Detects mg/kg Dry wt
Zinc
Influent 4 0 691 2400 pg/L
Effluent 4 0 69.75 81 ug/L
Biosolids 1 0 15 15 mg/kg Dry wt

1 L .
Average calculations include non-detect values. Non-detect values were multiplied by 0.5. Due to
varying laboratory reporting levels, the average can exceed the maximum in some cases. No averages

were calculated when all results were non-detects.
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